SIX MONTH SURVEILLANCE

HOMOGENEOUS ACBM RECORDS	Date of Inspection: 

District:	Colusa Unified School District 	Inspector: 

School:	Colusa High School	Building: 100 (Administration Wing)

	Material
Class
	Material
	Homo. Mat. #
	% Asb.
	Ft2((S)/L.F.(L) 
	Location 
	Condition: Code & Comments
	Friable
Yes/No

	M

	WALLBOARD & JOINT COMPOUND
	01

	ASSUMED		
	UNDETERMINED

	THROUGHOUT BUILDING
	(1) (4)
	N


	M
	9" VINYL FLOOR TILE & MASTIC
	02
	ASSUMED	

	7,850 S

	ENTRY HALLWAY, VICE PRINCIPAL, SUPPLY ROOM, LIBRARY SUPPLY ROOM, WORK ROOM. SECRETARY’S OFFICE, PRINCIPAL’S OFFICE, LIBRARY, PAPER STORAGE ROOM (MDF), AND COMPUTER LAB & TYPING ROOM 
	(1) (4)
	N

	M
	12" ACT & MASTIC
	03
	ASSUMED

	7,330 S
	THROUGHOUT BUILDING
	(1) (4)
	N

	M
	DUCT SEAM TAPE
	04
	ASSUMED

	UNDETERMINED

	MECHANICAL ROOM
	(1)
	N


	Z:\Clients\Colusa Unified School District\14-3310 3 Year Reinspections\Sites\Colusa High\Colusa HS HMR - 6 month.wpd
CONDITION CODE

General Condition:	(1) Good	(2)  Damaged	(3)  Significantly Damaged (25% or more)
Change in Condition:	(4) No		(5)  Yes (If Yes, explain under comments)
Abated:		(6) Repaired	(7)  Removed	(8)  Encapsulated	(9)  Enclosed   	(10) Isolated & Restricted
Miscellaneous:		(11) Inaccessible, no inspection data	    (12) Other (Explain under comments)    (13) Non-Asbestos/Not Inspected
			(14) Non AHERA/Not Inspected

CONSULT ORIGINAL AND SUPPLEMENTARY INSPECTION REPORTS FOR MATERIALS WITH TRACE AMOUNTS OF ASBESTOS
	




SIX MONTH SURVEILLANCE
HOMOGENEOUS ACBM RECORDS	Date of Inspection: 

District:	Colusa Unified School District 	Inspector: 

School:	Colusa High School	Building: 200 (Multi-Purpose Room, Gym, & Band)

	Material
Class
	Material
	Homo. Mat. #
	% Asb.
	Ft2/L.F. 
	Location 
	Condition: Code & Comments
	Friable
Yes/No

	M
	WALLBOARD & JOINT COMPOUND
	05
	ASSUMED
	300 S
	KITCHEN OFFICE
	(1) (4)
	N

	S
	PLASTER

	06
	ASSUMED
	300 S
	KITCHEN, LOCKER ROOMS (2), AND RESTROOMS (2)
	(1) (4)
	N

	S
	ACOUSTICAL PLASTER
	07
	ASSUMED
	600 S
	RESTROOMS (2) AND CUSTODIAL OFFICE
	(1) (4)
	N

	M
	9" VINYL FLOOR TILE & MASTIC
	08
	ASSUMED
	5,850 S

	MULTI-PURPOSE ROOM, KITCHEN & OFFICE, SNACK ROOM, BAND ROOM & OFFICE, SHOWER ROOMS (2), AND COACH OFFICES (2)
	(1) (4)
	N

	M
	12" ACT & MASTIC
	09
	ASSUMED
	7,000 S
	MULTI-PURPOSE ROOM AND GYM
	(1) (4)
	N

	T
	PIPE INSULATION
	10
	ASSUMED
	750 L
	LOCKER ROOMS (2)
	(9)	ENCLOSED IN METAL JACKET
	Y

	M
	DUCT SEAM TAPE
	11
	ASSUMED
	UNDETERMINED
	BOILER ROOM
	(1)
	N


Z:\Clients\Colusa Unified School District\14-3310 3 Year Reinspections\Sites\Colusa High\Colusa HS HMR - 6 month.wpd

CONDITION CODE

General Condition:	(1) Good	(2)  Damaged	(3)  Significantly Damaged (25% or more)
Change in Condition:	(4) No		(5)  Yes (If Yes, explain under comments)
Abated:		(6) Repaired	(7)  Removed	(8)  Encapsulated	(9)  Enclosed   	(10) Isolated & Restricted
Miscellaneous:		(11) Inaccessible, no inspection data	    (12) Other (Explain under comments)    (13) Non-Asbestos/Not Inspected
			(14) Non AHERA/Not Inspected

CONSULT ORIGINAL AND SUPPLEMENTARY INSPECTION REPORTS FOR MATERIALS WITH TRACE AMOUNTS OF ASBESTOS
	






SIX MONTH SURVEILLANCE
HOMOGENEOUS ACBM RECORDS	Date of Inspection: 

District:	Colusa Unified School District 	Inspector: 

School:	Colusa High School	Building: 300 (Science and Math Classrooms)

	Material
Class
	Material
	Homo. Mat. #
	% Asb.
	Ft2/L.F. 
	Location 
	Condition: Code & Comments
	Friable
Yes/No

	M
	WALLBOARD & JOINT COMPOUND
	12
	ASSUMED

	UNDETERMINED
	ROOM 301 AND SPORTS STORAGE ROOM
	(1) (4)
	N

	M
	9" VINYL FLOOR TILE & MASTIC
	13
	ASSUMED

	6,500 S
	ROOMS 300-305, MAIN CORRIDOR, SCIENCE STORAGE ROOMS, CUSTODIAL CLOSET, HAZ MAT STORAGE, AND SPORTS STORAGE ROOM
	(1) (4)
	N

	M
	12" ACT & MASTIC
	14
	ASSUMED
	6,400 S
	ROOMS 300-305, MAIN CORRIDOR, AND SCIENCE STORAGE ROOMS 
	(1) (4)
	N

	T
	PIPE INSULATION
	15
	ASSUMED
	UNDETERMINED
	HOME ECONOMICS, MATH ROOM AND CHEMISTRY ROOM
	(11)	10 HEATERS ARE LOCATED IN THE 		BUILDING.
	Y

	M
	SCIENCE TABLES
	16
	ASSUMED
	UNDETERMINED
	ROOM 302
	(1) (4)
	N


	Z:\Clients\Colusa Unified School District\14-3310 3 Year Reinspections\Sites\Colusa High\Colusa HS HMR - 6 month.wpd

CONDITION CODE

General Condition:	(1) Good	(2)  Damaged	(3)  Significantly Damaged (25% or more)
Change in Condition:	(4) No		(5)  Yes (If Yes, explain under comments)
Abated:		(6) Repaired	(7)  Removed	(8)  Encapsulated	(9)  Enclosed   	(10) Isolated & Restricted
Miscellaneous:		(11) Inaccessible, no inspection data	    (12) Other (Explain under comments)    (13) Non-Asbestos/Not Inspected
			(14) Non AHERA/Not Inspected

CONSULT ORIGINAL AND SUPPLEMENTARY INSPECTION REPORTS FOR MATERIALS WITH TRACE AMOUNTS OF ASBESTOS
	



SIX MONTH SURVEILLANCE
HOMOGENEOUS ACBM RECORDS	Date of Inspection: 

District:	Colusa Unified School District 	Inspector: 

School:	Colusa High School	Building: 400 (Shop Classrooms)

	Material
Class
	Material
	Homo. Mat. #
	% Asb.
	Ft2/L.F. 
	Location 
	Condition: Code & Comments
	Friable
Yes/No

	M
	WALLBOARD & JOINT COMPOUND
	17
	ASSUMED

	UNDETERMINED
	ROOM 403 AND OFFICE
	(1) (4)
	N

	S
	TEXTURE
	18
	ASSUMED

	UNDETERMINED
	ROOM 403 AND OFFICE
	(1) (4)
	N

	M
	12" ACT & MASTIC
	19
	ASSUMED

	1,000 S
	ROOM 403 AND OFFICE
	(1) (4)
	N

	M
	9" VINYL FLOOR TILE & MASTIC
	20
	ASSUMED

	2,200 S
	ROOMS 401, 403 AND OFFICE
	(1) (4)
	N

	T
	PIPE INSULATION
	21
	ASSUMED
	580 L
	ROOMS 400-402 (INCLUDING LOFT AREA)
	(1) (4) (12)	NEEDS WARNING STICKERS
	Y

	T
	PAPER GASKET
	22
	ASSUMED
	UNDETERMINED
	ROOM 400 (ART ROOM)
	(11)
	Y
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CONDITION CODE

General Condition:	(1) Good	(2)  Damaged	(3)  Significantly Damaged (25% or more)
Change in Condition:	(4) No		(5)  Yes (If Yes, explain under comments)
Abated:		(6) Repaired	(7)  Removed	(8)  Encapsulated	(9)  Enclosed   	(10) Isolated & Restricted
Miscellaneous:		(11) Inaccessible, no inspection data	    (12) Other (Explain under comments)    (13) Non-Asbestos/Not Inspected
			(14) Non AHERA/Not Inspected

CONSULT ORIGINAL AND SUPPLEMENTARY INSPECTION REPORTS FOR MATERIALS WITH TRACE AMOUNTS OF ASBESTOS

SIX MONTH SURVEILLANCE
HOMOGENEOUS ACBM RECORDS	Date of Inspection: 

District:	Colusa Unified School District 	Inspector: 

School:	Colusa High School	Building: 500 (Old Classroom Wing)

	Material
Class
	Material
	Homo. Mat. #
	% Asb.
	Ft2/L.F. 
	Location 
	Condition: Code & Comments
	Friable
Yes/No

	M
	9" VINYL FLOOR TILE & MASTIC
	23
	ASSUMED
	11,600 S
	CORRIDOR, ROOMS 501-508, AND ROOM 20
	(1) (4)
		
	N

	S
	PLASTER CEILING
	24
	ASSUMED
	16,000 S


	CORRIDOR, ROOMS 501-508, COUNSELOR OFFICE, FACULTY MEN’S / WOMEN’S RESTROOM, AND GIRL’S RESTROOM
	(1) (4)
	N
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CONDITION CODE

General Condition:	(1) Good	(2)  Damaged	(3)  Significantly Damaged (25% or more)
Change in Condition:	(4) No		(5)  Yes (If Yes, explain under comments)
Abated:		(6) Repaired	(7)  Removed	(8)  Encapsulated	(9)  Enclosed   	(10) Isolated & Restricted
Miscellaneous:		(11) Inaccessible, no inspection data	    (12) Other (Explain under comments)    (13) Non-Asbestos/Not Inspected
			(14) Non AHERA/Not Inspected

CONSULT ORIGINAL AND SUPPLEMENTARY INSPECTION REPORTS FOR MATERIALS WITH TRACE AMOUNTS OF ASBESTOS
	


